DTS 3141/3161/3181 — 400/460V Standard-Controller

Circuit Diagram and DIP-switch coding / Schaltplan und DIP-Schalter Codierung
Schéma Electrique et DIP-commutateur codage

Relay: Compressor sump heater / Relais: Heizung Verdichter /
relais: chauffage pour compresseur

Cr~

Control transformer / Steuertransformator / transformateur de contréle

Security thermostat (bimetall/ Sichterheitsthermostat (Bimetalll/
thermostat sécurité (bimétal)

Connection mains / Klemmkontakt Netz / contact tension

Mains voltage and frequency acc. ID Plate
Nennspannung und Frequenz nach Typschild
tension et fréquence voir plaque
Vorsicherung / Fuse/ fusible
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N door closed / Tiir geschlossen / porte fermé
Power cable/ XLO ¢ >~ door open / Tiir offen / porte ouvert
Netzkabel/ PE = 1,2 Failure indication/ Sformeldung/ contact sec de défaut
cable de secteur 3,4 Door contact '/ Tiirkontakt '/ contact de porte '
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